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I NTRODUCTION

· July 11th 2011 - several explosions at a storage site of 
the Evangelos Florakis Naval Base, Cyprus. 13 people 
were killed and 65 were injured. The neighbouring 
Vasilikos Power Plant (VPP) was severely damaged. 

· With the loss of electrical energy capacity of approx. 
793MW (53% of overall energy capacity 1,646MW), the 
remained available maximum electricity capacity was 
approximately 400MW below expected peak summer 
demand. 
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ELECTRICITY GENERATING SYSTEM

BEFORE THE EVENT OF 11 TH JULY

ɅȷȺȾ 3

Steam turbines : HFO
Gas turbines : diesel
ICE: HFO
CCGT: NG/diesel

5x 30 MWe steam turbines

4 x37,5MWe gas turbines

6 x 60 MWe steam turbines
ICE 1 50 MWe
ICE 2 50 MWe - 1.6.2010

3 x 130 MWe steam turbines

1 x3 8 MWe gas turbines

1 x 220 MWe CCGT (No4)

1x220MWe CCGT(No5) ï

Under Commisioning
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VISUAL DAMAGE

HELLAS SAT image of VPP before (left, created 12th Jul 2011)&after the explosion (right, created 20 July 2011).Source: HELLAS SAT/Geoeye
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Before After



Initial Damage Assessment Vasilikos 
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Roof of the building housing units 1,2 and 3 and water tank on top, taken from a height of approx. 50m 


